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= Strangregulierventil
= Kugelhahnen

= Schmutzfanger

= Thermometer

= Wa&rmemessung

= Sicherheitsventil
Thermostat

= Fuhler

= Druckfihler

Regler

Durchgangsventil

Dreiwegventil

Umwalzpumpe
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»<l P
1 1

Schwingungsdampfer
Ruickschlagventil

= Aussenfiihler

@ .
|
—x

A

1800m 40x3.7

2 %

-+

PE40x3.7mm

T@T e

’

Druckwéachter

Do

Pedl

.

——=>WW

_|
PE40x3.7mm 1"-50mm 1"-50mm g’ ) 1"-50mm
S1L
X
§’ AN
i A SR
<, & &
e % ot o -
1
= 7 |5 % ,
35 230 Speicher
£ © | Retoazakg |2 5 R : ;
§ 2 - g o - 400 Liter 500 Liter
B2 o 2328
O 2 I 9( S 2 H
> 4 F X 4 F WT 4.3m2
| F
Viessmann AG
% Vitocal 200-G BWC %
201.B10 i —
o— o—-
= H H
|_
ol 7
kw =>— D JH>|
PE40x3.7mm |, PE40x3.7mm 1"-50mm 1"-50mm ) 1"-50mm
I T
| } o A

EFH Rosenweg 3
8133 Esslingen

Datum:

Gezeich:

3.4.24

he

Ma

12.4.24

Ma

PROJEKT
HEIZUNG

PRINZIPSCHEMA WARMEERZEUGUNG

Tel.:
Fax.:

E-mail.:

Industrie & Gewerbepark
Wandhiislen
8608 Bubikon

Homepage.: www.hlks.ch

055 /253 26 30
055 /253 26 31
planung@hlks.ch
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